
WELL #8 BRINE TANK

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  Isolation procedures for 

incoming lines.



WELL #8 SOFTENER

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  Isolation procedures for 

incoming lines.



WELL #8 IRON FILTERS

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  Isolation procedures for 

incoming lines.



WELL #8 BACKWASH PIT

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  Isolation procedures for 

incoming lines.



NORTH WATER TOWER

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning



NORTH WATER TOWER 

ALTITUDE VALVE PIT

HAZARDS

• Atmospheric

• Fall



NORTH WATER TOWER 

CONTROL VALVE PIT

HAZARDS

• Atmospheric

• Fall



WELL #6 BACK WASH PIT

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  Isolation procedures for 

incoming lines.



WELL #6 SALT PIT

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  Isolation procedures for 

incoming lines.



WELL #6 SOFTENER 1-3

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  Isolation procedures for 

incoming lines.



WELL #6 BRINE PIT

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  Isolation procedures for 

incoming lines.



INDUSTRIAL PARK TOWER

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning



INSIDE INDUSTRIAL PARK 

TOWER

HAZARDS

• Atmospheric

• Fall



INDUSTRIAL PARK TOWER 

VALVE PIT

HAZARDS

• Atmospheric

• Fall

• Other:  Isolation procedures for 

incoming line when working on valve.



SOUTH TOWER TANK

HAZARDS

• Atmospheric

• Fall

• Drowning



SOUTH TOWER INSIDE

HAZARDS

• Atmospheric

• Fall



SOUTH TOWER VALVE PIT

HAZARDS

• Atmospheric

• Fall

• Electrical

• Other:  isolation procedures for 

incoming line when working on valve.



WTP SOFTENER TANKS 4-6

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  isolation procedures for 

incoming lines.



WTP IRON FILTER

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  isolation procedures for 

incoming lines.



WTP BACKWASH PIT

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  isolation procedures for 

incoming lines.



WTP BACKWASH PIT

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  isolation procedures for 

incoming lines.



WTP BRINE TANK

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  isolation procedures for 

incoming lines.



WTP BOOSTER STATION 

RESERVOIR

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  isolation procedures for 

incoming lines.



WTP IRON WASTE PIT

HAZARDS

• Atmospheric

• Fall

• Lighting

• Drowning

• Other:  isolation procedures for 

incoming lines.



METER PIT

601 WAUONA TRAIL

HAZARDS

• Atmospheric

• Fall

• Lighting

• Other:  isolation procedures for 

incoming lines.



METER PIT
123 Silver Lake Drive

Cattle Barn (Griffith Street)

417 W. Wisconsin Street

211 Cemetery Road

HAZARDS

• Atmospheric

• Fall

• Lighting

• Other:  isolation procedures for 

incoming lines.


